UNION COUNTY ENGINEER
DIVISION OF BUILDING REGULATIONS

Finished Basement Requirements
*Updated 1/1/17*

Fees
*A nonrefundable $25 permit application fee is due at the time of application
*A nonrefundable $40 plan review fee is due at time of application

**Permit Fees (to be paid once permit is approved)**
*$75 base fee plus $6 per 100 sq ft (Alteration permit fee)
*$50 base fee plus $4 per 100 sq ft (electric)
*$50 base fee plus $4 per 100 sq ft (mechanical, if applicable)
$50 base fee plus $10 per trap (plumbing, if applicable)

*The Board of Building Standards 1% surcharge will be added to the above fees.

Plans
Two sets of plans should show the existing walls and location of all existing elements such as stairs, appliances and panel box. Show the location of all steel columns and beams (beams are usually denoted by a dashed line), and show the height of the bottom of the beam above the finished floor. Plans need to indicate the proposed use of the rooms.

Draw in the new walls and doors. New walls should be highlighted in some way to differentiate them from the existing walls. Give all room designations and indicate the finished ceiling heights for all new rooms.

Provide a wall section indicating how the new walls will be supported and how the walls attached to the foundation wall will be insulated.

2013 Residential Code of Ohio (RCO)

**303.8 Required Heating.** When the winter design temperature in Table 301.2 (1) is below 60° F, every dwelling unit shall be provided with heating facilities capable of maintaining a room temperature of 68° F at a point 3 feet above the floor and 2 ft from the exterior walls in all habitable rooms at the design temperature. The installation of one or more portable space heaters shall not be used to archive compliance with this section.

**1401.3 Heating and Cooling Equipment Sizing.** Heating and cooling equipment shall be sized in accordance with ACCA Manual S based on building loads calculated in accordance with ACCA Manual J or other approved heating and cooling calculation methodologies.

**1401.3 Commentary.** Manual S’ or other approved alternate methods (which can be obtained from most HVAC contractors), are required for finish basements to verify that the existing system is adequate to condition the new habitable spaces.
1701.1 Combustion Air. Solid fuel-burning appliances shall be provided with combustion air in accordance with the appliance manufacturer’s installation instructions. Oil-fired appliances shall be provided with combustion air in accordance with NFPA 31. The methods of providing combustion air in this chapter do not apply to fireplaces, fireplace stoves and direct-vent appliances. The requirements for combustion and dilution air for gas-fired appliances shall be in accordance with Chapter 24.

1305 Appliance Access. A 30 inch working space shall be provided in front of the control side to service an appliance. Appliance under floor shall comply with 1305.1.4.

310.1-310.2.1 Bedroom Egress. Sleeping Rooms shall have at least one operable emergency escape and rescue opening.

1306 Appliance Clearances. Appliances shall have clearances from combustible materials in accordance with the appliance label and the manufacturer installation instructions.

303.1 Habitable Rooms. All habitable rooms shall be provided with aggregate glazing area of not less than 8 percent of the floor area of such rooms to provide natural light.

Commentary: Since these new habitable rooms are located in the basement, and you are unable to comply with the requirement for natural lighting, you must provide a means of permanent artificial lighting. The artificial lighting shall be capable of providing 6 foot-candles of light measured 30 inches above the finished floor. The foot-candle rating of the lighting can be found by checking the manufactured specs.

303.1 Exception 2. The glazed area may be omitted when an approved mechanical ventilation system is provided capable of producing 0.35 air change per hour in the room or a whole house mechanical ventilation system is installed capable of supplying outdoor ventilation air of 15 cfm per occupant and artificial light is provided capable of producing an average illumination of 6-foot candles over the area of the room, 30 inches above the floor.

310 Underside of Stairs. When the basement stairs are enclosed and the underside is accessible for storage, then the top and bottom of the stair stringer shall be firestopped and the underside shall be completely dry walled.

4401.2 Receptacle Outlet Distribution. Electrical outlets shall be distributed per Section 210.52 of the 2014 National Electric Code (NEC). All new branch circuits added need to have Arc Fault combination type circuit breakers for habitable areas per Section 210.12.

TO SCHEDULE AN INSPECTION
Call (937) 645-3019
You must have your building permit # and address to schedule inspections